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Abstract : In this contribution, the influence of free 
radicals concentration on the Electrostatic Charging 
Tendency (ECT) of aged mineral oils is reported. A free 
radical reagent, 2,2 diphenyl-1-picrylhydrazyl (DPPH), is 
used to assess the relative concentration of free radicals. 
Prior to the ECT measurement, the oil samples were 
subjected to various stresses (corona discharges, multiple 
arcs or local overheating). Different ASTM standards 
were considered to assess the physicochemical properties 
before and after stress applications. It is found that free 
radicals affect the ECT. The theoretical premises that, 
free radicals may contribute to the ECT, is experimentally 
confirmed under laboratory conditions. The reason why 
this information is important is that ECT can significantly 
affect partial discharge inception in in-service 
transformers. 
 





A pure insulating liquid, by virtue of its chemical 
properties, should not ionize to any significant amount, 
but charge generation is seen in liquid-filled equipment 
[1]. Electrostatic charge generation occurs in insulating 
liquid filled systems because of friction with solid 
components [2-6]. This friction only occurs when there is 
relative motion between oil and the surface of the solid 
material. Many investigators have studied the electrostatic 
charge generation of insulating liquids. Although the 
subject has been studied in detail, the experimental works 
have not resulted in a single coherent theory [5-22]. The 
magnitude of charge generated depends on many 
interrelated factors, including the fluid physicochemical 
properties and the intrinsic properties and surface 
condition (geometry, roughness, porosity, etc.) of the 
cellulose paper as well as some external parameters such 
as the fluid’s velocity and temperature. In service 
conditions, oil aged under various stresses. The 
concomitant oxidation by-products (peroxide gas, water, 
soluble acids, low  molecular weight acids, fatty acids, 
water, alcohols, metallic soap, aldehydes, ketones, 
lacquers, sludges of asphaltene) which change the 
physicochemical makeup of the oil [23] are also 
contributing factors. 
Since the streaming electrification is directly related to 
the conductivity of the fluid [24, 25] any charged 
particles must contribute to the phenomena. Higher 
conductivity means that the charge generated may 
increase the likelihood of discharge. 
From the chemical view point, the process of 
decomposition of insulating oils under different stresses 
(electrical, chemical and thermal) begins with the 
breaking of covalent bonds in unstable hydrocarbon 
molecules [1-3]. As long as these hydrocarbon chains are 
not broken, the formation of decomposition products is 
impossible [26, 27]. The energy sources capable of 
breaking a covalent bond composed of a pair of electrons 
are: 
- The electromagnetic field that triggers the injection of 
free electrons into the liquid. 
- Heat generated by the active part of the transformer. 
- The aggressiveness of dissolved oxygen (enhanced by 
the catalytic effect of copper), acids and other aging 
by-products for the decomposition process. 
The decomposition byproducts such as gases, free 
radicals, ionized molecules, sludges and waxes accelerate 
the ageing of oil. 
At the XIX Symposium on Insulating Materials held in 
Japan in 1986 [28], J. Tanaka concluded that free radicals 
play a critical role in the degradation process of all 
dielectric materials. Among the factors which influence 
the generation of the free radicals [29] :  
- The source of energy necessary for the decomposition 
process. 
- The amount of dissolved, low-binding impurities 
found to be precursors 
- The exposure of the oil to ultraviolet light [30]. 
- The field resulting from the application of a high 
voltage, which increases the probability of reactions 
between the free radicals themselves because of their 
paramagnetic nature. 
The aim of this contribution is to investigate the 
influential effect of free radicals onto the Electrostatic 
Charging Tendency (ECT) of aged oils. 
 
2. EXPERIMENTAL PROCEDURE 
 
A rotating disk system designed in laboratory was 
covered on both sides with paper. This system has long 
time ago been adopted by CIGRE for international 
comparative measurements [31, 32]. Many researchers 
employed the disc in rotation to study the ECT of 
transformer oils [7, 8, 12, 33-38]. A 40 mm diameter disk 
was used in these experiments. The whole system was 
placed in a Faraday cage (Fig. 1). The disc rotation is 
controlled by a DC motor. The speed of the disc was 
varied between 300 and 600 rpm. The streaming 
electrification current was recorded via an Excelinx data 
acquisition system developed by Keithley and measured 
with a programmable electrometer (Keithley 6514). 
Cellulose and aramid (a synthetic polyamide) based 
papers (1 and 3 mm) were used to cover the disc. These 
paper samples were dried under vacuum in an oven at 100 
°C during 48 hours and impregnated with unaged dried 
and degassed mineral oil. The drying and degassing 
process lasted 24 hours. 
The ECT was studied with a naphtenic-based mineral oil 
artificially aged in laboratory conditions. Copper Strip 
(15 cm2 in 400 ml of oil) was used as catalyst according 
to the ASTM D 1934-95 standard [39]. The reduction in 
the interfacial tension (IFT) served as parameter to 
monitor the degradation rate. 
For each oil sample, the streaming electrification current 
was measured at different rotational speeds. For each 
speed, the current was recorded at a sampling rate of 195 
samples per minute. 
 
Fig. 1. (1) DC motor; (2) aluminum mandrel; (3) Faraday cage; (4) 
measuring container containing oil; (5) coaxial cable; (6) Electrometer. 
Before streaming electrification current measurement, the 
oil samples were subjected to various stresses. 
 
2.1 Stress 1: electrical discharge  
 
A Merell-based test cell type, defined in the ASTM Test 
Method D 6180 [40], was considered. The free electrons 
are generated by a cylindrical copper electrode of 15 mm 
(0.6 inches) in diameter and 10 mm long, sealed in a 500 
ml Erlenmeyer glass. The electrode was placed at the 
center of the discharge cell and suspended above the oil 
(Fig. 2). Before voltage application, the discharge cell is 
degassed under vacuum down to 1 Torr, i.e. 133 Pa.  10 
kV voltage is then applied to the oil sample for 5 hours. 
The pressure is measured every hour to monitor gas 
generation inside the test cell. 
 
Fig. 2. Overview of the test method for stability of oil under electrical 
discharges according to the ASTM D 6180. (1) Erlenmeyer ; (2)  foam 
of oil after voltage application; (3) Glassware containing salted water ; 
(4) High voltage electrode; (5) Low voltage electrode connected to 
ground. 
 
2.2 Stress 2: electrical breakdown  
 
 50 breakdown tests were subjected to oil sample 
according to ASTM 877 [41]. An overview of the test 
system is presented in Figure 3. This type of arc is not a 
long burning arc, but rather a spark in the oil. Therefore, 
50 arcs are necessary for oil degradation [42]. 
 
2.3 Stress 3: local overheating 
 
A laboratory-designed setup was used to simulate a local 
overheating in the oil samples. The setup consisted of a 
Borosilicate-glass vessel and a Teflon cover with clamps 
to hold the heating wire. The heating wire was made of 
constantan (selected for its stable resistivity in a wide 
range of temperatures). The local overheating was applied 
for a total duration of 30 min. The temperature, measured 
with a NiCrNi temperature sensor, was controlled to 
approximately 250 °C. The heating current was supplied 
by a high current (low voltage output) power transformer, 
while the temperature of the wire was regulated by the 
output current red on an ammeter connected to the 
secondary circuit. This test setup allows simulating local 
overheating of the liquid up to 500 °C [43] (Fig. 4). 
 
 
Fig. 3.  The experimental cell allowing generating electric breakdown in 
oil according to ASTM D877. 
 
Fig. 4. Experimental setup sketching the local overheating of the 
insulating fluid samples. (1) regulator; (2) Transformer; (3) current 
transformer; (4-5) Measuring pipette; (7) Clamps; (8) Aluminum funnel; 













2.4 Combined stresses 
 
In real life conditions, oil are stressed from various 
sources. Therefore, the oil samples were also submitted to 
combination of some stresses as illustrated in Tables 1 
and 2. 
To monitor the quality of the oil samples, various 
parameters were determined before and after stress 
application(s), namely the moisture content by Karl 
Fisher titration [44], turbidity in oil by a ratio-
turbidimeter [45], the interfacial tension [46], the 
dissolved decay products (DDP) by UV/Vis 
spectrophotometer [47] and the relative amount of free 
radicals [48]. 
 
3. RESULTS AND DISCUSSIONS 
 
3.1 Oil samples quality assessment 
 
Tables 1 and 2 summarize the results obtained from the 
following four diagnostic techniques: interfacial tension, 
dissolved decay products (DDP), turbidity and moisture 
content. These properties were assessed before and after 
stress application(s). The purpose of these measurements 
was to evaluate the impact of secondary chemical 
reactions between radicals generated from the oil’s 
degradation. 
 
Table 1. Properties of the artificially aged mineral oil (samples aged 









Table 2. Properties of the artificially aged mineral oil (samples aged 
with cellulose papers) before and after stress applications. 
 
 
3.2 Interfacial Tension of the oil samples with 
aging duration 
 
The results of the interfacial tension over the aging period 
(0-2000 hours) are reported in Fig. 5, both for oil 
impregnated aramid and cellulose papers. The IFT 
provides an indication of the soluble polar compounds 
content in the oil. The measurement of the IFT is known 
to provide a sensitive means of detecting small amounts 
of soluble polar contaminants and oxidation products. A 
high value of the Interfacial tension indicates the absence 
of undesired polar contaminants. Out of Fig. 5, it can be 
noticed that the IFT decreases with elapsed aging time for 
oil samples aged with both type of paper up to 1000 
hours. Beyond this aging duration, the IFT saturates. 
However, it is important to note that the IFT may not be 
very sensitive to detect changes in oil quality [31]. 
After 500 hours, the IFT decreases below 20 dynes / cm; 
the quality of the oil is considered very bad at this value 
[49]. 








 ( a.u.) 
Turbidity  
(NTU) 
Without stress 31.80 20.2 85.63 0.872 
Stress 1 28.05 23.4 90.57 2.15 
Stress 2 30.54 22.3 85.70 1.66 
Stress 3 25.60 25.8 170.5 3.01 
Stress3+Stress 2 23.18 27.4 17569 3.20 











Without stress 29.29 26 98.22 2.09 
Stress 1 28.05 31.5 144.5 2.01 
Stress 2 24.38 28.7 142.2 2.20 
Stress 3 20.81 36.1 185.3 3.90 
Stress3+Stress 2 19.05 39 191.2 4.10 








 ( a.u.) 
Turbidity 
(NTU)  
Without stress 23.18 38.4 146.1 2.49 
Stress 1 17.90 42.8 187.5 4.06 
Stress 2 21.99 41.8 148.5 3.08 
Stress 3 - - - - 
Stress3+Stress 2 - - - - 








 ( a.u.) 
Turbidity 
(NTU)  
Without stress 15.06 72.9 355.6 4.08 
Stress 1 15.62 90.1 393.1 12.65 
Stress 2 15.62 79.5 356.5 5.98 
Stress 3 - - - - 
Stress3+Stress 2 - - - - 











Without stress 3838 2.4 3.38 0.728 
Stress 1 34 23.5 12.79 2.14 
Stress 2 35 17.2 8.73 1.8 
Stress 3 32 28 45.39 2.53 
Stress3+Stress 2 31 29.7 45.10 2.65 











Without stress 31 21.7 73.38 0.895 
Stress 1 29 29.1 83.57 2.21 
Stress 2 30 26.6 74.03 1.9 
Stress 3 26.82 32.1 178.7 3.43 
Stress3+Stress 2 28.65 35.1 193.2 3.87 











Without stress 26.82 32.4 325.6 0.924 
Stress 1 23.18 38 - 2.98 
Stress 2 25.60 37.4 326.3 1.96 
Stress 3 20.81 40.1 330 3.7 
Stress3+Stress 2 25.60 43.8 329.7 3.93 











Without stress 23.18 37.6 329.6 2.38 
Stress 1 19.05 44.5 - 3.90 
Stress 2 20.81 42.2 331.6 2.68 
Stress 3 16.19 48.4 337.8 4.81 
Stress3+Stress 2 20.81 49.5 335.7 4.98 











Without stress 16.53 53.6 - 3.46 
Stress 1 16.19 55.7 - 4.20 
Stress 2 16.19 55.7 - 3.70 
Stress 3 15.06 63.8 - 4.20 
Stress3+Stress 2 15.06 51.2 450 5.10 











Without stress 15.06 70.8 - 3.70 
Stress 1 15.06 84.5 525.4 10.5 
Stress 2 15.62 76.4 600.7 5.86 
Stress 3 - - - - 
Fig. 6 shows a photograph of the catalyst (copper foil) 
partnered with both solid insulation after aging. The foils 
aged with oil impregnated cellulose papers depict more 
deposits indicating more severe degradation. This is 
because; cellulose degrades more rapidly than aramid 
paper as shown in Fig. 5. 
 
Fig. 5. Evolution of the interfacial tension with elapsed aging time. 
 
Fig. 6. Photograph of the catalysts partnered with both solid insulation 
at the end of the aging procedure. 
 
Fig. 7 illustrates the variation of the breakdown voltage 
as a function of aging duration before stress applications. 
Clearly, the breakdown voltage of the oil decreases with 
aging as expected [50-52]. 
 
 
Fig. 7. Variation of the breakdown voltage of the oil (samples aged with 
either Aramid or cellulose papers) as a function of the aging duration. 
The measurements were performed at 20°C.  
 
This can be traced to higher levels of impurities and 
moisture content in the oil. The results reported in Tables 
1 and 2 confirm the presence of these contaminants in the 
oil after aging. 
Fig. 8 represents the average value of the streaming 
electrification current (in pA) and the IFT as a function of 
aging duration for a rotational speed of 600 rpm before 
stress application. The increase in the polar compounds 
(as assessed by the decrease of the IFT) affects the 
streaming electrification current. 
 
Fig. 8. Average value of the streaming electrification current and 
Interfacial tension as a function of aging duration. The measurements 
were performed at 20°C with a 4 cm disc in diameter, covered with a 1 
mm thick aramid paper was used. 
 
3.3 Impact of electrical stress (stress 1) on the 
ECT  
 
The variation of the streaming electrification current after 
the application of the electrical stress (Stress 1) are 
summarized in Fig. 9 for different rotational speeds. 
 
 
Fig. 9. Average values of the streaming electrification current as a 
function of aging duration for different rotaional speeds after the 
application of the electrical stress (Stress 1). A disc of 4 cm in diameter 
was covered with 1 mm thick aramid was used. 
 
It should be emphasized that the streaming electrification 
current increases with the rotational speed and aging 
duration. These results confirm observations reported in 
the literature [10, 33]. After the application of the electric 
stress, the rupture of the hydrocarbon chains is possible. 
Consequently, the conductivity of the oil increases 
because of the presence of the decomposition byproducts. 
The ECT or streaming electrification current increases 
with increasing conductivity [53]. 
 
3.4 Impact of electrical stress (stress 2) on the 
ECT 
 
Fig. 10 shows the variation of the streaming 
electrification current after the application of the 
electrical stress (stress 2) as a function of the aging 
duration. 
Aramid Cellulose 
The application of 50 breakdown tests on the new 
(unused) or aged oil contributes to the breakage of 
unstable covalent bonds; thus increase the of charged 
particles and consequently the ECT. The higher the 
rotational speed, the higher the ECT is. 
 
 
Fig. 10. Average value of the streaming electrification current as a 
function of the aging duration for different rotational speeds after the 
application of the electrical stress (Stress 2). A disc of diameter in 4 cm, 
covered with a 1 mm thick aramid = was used. 
 
3.5 Impact of the thermal stress (stress 3) on the 
ECT 
 
Fig. 11 summarizes the variation of the streaming 
electrification current after the application of the 




Fig. 11. Average value of the streaming electrification current as a 
function of the aging duration for different rotational speeds after the 
application of the local thermal stress (Stress 3). A 4 cm disc in 
diameter, covered with 1 mm thick aramid = was considered. 
 
The thermal aging of the oil produces oxidation by-
products. If the oil is strongly oxidized, the static 
electrification current increases accordingly. 
The application of the thermal stress caused of the charge 
polarity reversal. This polarity reversal phenomenon was 
also observed after the addition of certain additives in the 
oil [2, 3]. The higher the rotational speed, the higher the 
magnitude of the ECT is. 
 
3.6 Influence of type of paper on the ECT 
 
Figures 12, 13 and 14 illustrate the variation of the 
average electrification current of the oil as a function of 
the type of paper before and after stress applications. The 
type of stress acted as parameter. 
Clearly, Aramid paper depicts much lower ECT current 
indicating that the chemical structure of the paper affects 
the electrification current. Another aspect to consider is 
that the smoother surface of the aramid compared to that 




Fig. 12. Average streaming electrification current of the new oil for two 
type of paper. A 4 cm disc in diameter and 1 mm thick = paper was 
considered. The rotational speed was set to v = 600 rpm while the 
Interfacial tension of the oil was 38 dynes / cm. 
 
 
Fig. 13. Average streaming electrification current of the new oil for two 
type of paper. A 4 cm disc in diameter and 1 mm thick = paper was 
considered. The rotational speed was set to v = 600 rpm while the 
Interfacial tension of the oil was 23.18dynes / cm. 
 
 
Fig. 14. Average streaming electrification current of the new oil for two 
type of paper. A 4 cm disc in diameter and 1 mm thick = paper was 
considered. The rotational speed was set to v = 600 rpm while the 
Interfacial tension of the oil was 15.06 dynes / cm. 
 
 
3.7 Influence of free radicals on the ECT 
 
The relative free radical content for the artificially aged 
oil was determined using the UV-vis spectrophotometric 
method. A free radical reagent, 2,2-diphenyl-1-
picrylhydrazyl (DPPH), is added to a solution of toluene 
and oil whose free radical concentration is to be 
determined. The rate that the DPPH disappears is directly 
proportional to the relative free radical content at a 
particular time. Solutions of DPPH, even at a 
concentration of 10-5 M, are blue-violet coloured. When 
the DPPH’s free electron forms a doublet with the 
electron of another free radical, the colour of the solution 
changes from blue-violet to yellow, with a corresponding 
decrease in absorbance [54]. The larger the number of 
radicals in the oil, the faster it reaches zero absorbance. 
The scavenging activity of the DPPH can be represented 
by the following chemical reactions where AH denotes an 
anti-oxidant and R a free radical. 
 
DPPH- + AH            DPPH-H + A- 
 
DPPH- + R-                      DPPH-R 
 
The DPPH is a stable free radical and its 0.01% solution 
gives constant absorbance of 0.500 (± 0.005) at 520 nm. 
A sweep between 500 and 540 nm was performed and, 
repeated every minute. Then, the area below the 
absorbance curve was computed for each sweep. 
 
The results of these measurements are shown in Figures 
15 and 16. 
 
Fig. 15. The relative amount of free radicals as a function of time for 
artificially aged oil (samples aged with aramid papers). 
 
 
Fig. 16. The relative amount of free radicals as a function of time for 
artificially aged oil (samples aged with celullose papers). 
 
Out of these figures, it can be seen that the relative 
amount of free radicals decreased as a function of the 
aging duration, contrary to the results reported by Loiselle 
et al. [43]. The main difference might be traced to the 
aging procedures. In these investigations, the oil samples 
have undergone artificial aging in the presence of paper, 
while the oil samples investigated by Loiselle et al. have 
undergone aging without paper. Decomposition products 
consist in gases, free radicals, ionized molecules and 
waxes that are the result of the degradation of the oil in 
service. The content of these decomposition products 
dissolved in the insulating oil consists of a decomposed 
variety, such as peroxides, aldehydes, ketones, and 
organic acids. These by-products may be adsorbed on the 
large surface of paper insulation leading to premature 
aging of transformers [29, 55]. The paper might have 
trapped a large quantity of aggressive free radicals. Field 
experiences related to static electrification reveal that 
breakdown is observed in the lower parts of the windings 
where there are large blocks of the pressboards [2]. This 
may be traced to radicals absorption. This is in agreement 
with studies carried out to improve the absorption 
characteristics of cellulose by cold plasmas that have 
shown that radicals formed under plasma cause chain 
degradation [56]. It is also reported that these radicals are 
responsible for the appearance of double bonds.  
Figures 17, 18 and 19 illustrate the variation of the 
relative amount of free radicals as a function of time after 
electrical and thermal stress applications. Concomitant 
increase in the relative amount of free radicals is 
observed. The effect is more important for the thermal 
stress due to the involved energy. 
Recall that the free (e-) electrons generated by a 
permanent electric discharge (five hours, stress 1) or by a 
transient electrical discharge (50 consecutive arcs - stress 
2) break the hydrocarbon chains are responsible of oil 
degradation. The collisions between these accelerated free 
electrons and the hydrocarbon molecules can be elastic or 
inelastic depending on their mobility (velocity) [27]. 
 
 
Fig. 17. The relative amount of free radicals as a function of time after 
the application of stress 2 (celullose paper). 
 
Fig. 18. The relative amount of free radicals as a function of time after 
the application of stress 1 (celullose paper). 
 
Fig. 19. The relative amount of free radicals as a function of time after 




In this contribution, experimental results onto the 
electrification current were reported as function of oil’s 
aging condition. Various stresses (electrical and thermal) 
were considered and the relative amount of free radicals 
monitored in addition to the interfacial tension, dissolved 
decay products, turbidity and moisture content. The 
results obtained can be summarized as follow: 
- The aging of oil increases the electrostatic charges and 
consequently the streaming electrification current. 
- The chemical makeup and roughness of the paper 
insulation influences the electrification current 
generated at the oil / paper interface. 
The degradation of the quality of the oil under the impact 
of the various stresses influences the electrostatic 
phenomenon. The phenomenon is more pronounced for 
the local overheating. In certain cases, the local thermal 
stress has caused polarity reversal. The theoretical 
premises that, free radicals contribute to the streaming 
electrification, is, experimentally confirmed under 
laboratory conditions. The reason that this information is 
important is that ECT can significantly affect partial 
discharge inception in in-service transformers. 
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